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NOTES:

CONCRETE SHALL HAVE A MINIMUM ULTIMATE 28 DAY COMPRESSIVE STRENGTH OF
NOT LESS THAN 3000 psi OR 4500 psi IF PRECAST. (2% CU YDS.)

PADS SHALL BE POURED TO 2" ABOVE GRADE. GROUT SHALL NOT BE SUBSTITUTED
FOR CONCRETE MIX,

ALL EDGES OF COMCRETE EXPOSED ABOWE GRCOUND SHALL HAVE 1" CHAMFER.

PADS SHALL BE REINFORCED WITH #4 RODS (165").

ANY DISTURBED EARTH ©OR FILL SHALL BE COMPACTED PRIOR TO INSTALLING PAD.
GROUT INSIDE OF CABINET AROUND BASE TO MAKE IT TAMPER PROOCF.

THIS PAD WILL FIT MOST 1000, 1500, 2000, AND 2500 KvA TRANSFORMERS BUILT
SINCE 1977 AND CLDER 1000 KVA TRANSFORMERS,

A MAXIMUM OF 25 — 4" SECONDARY CONDUITS MAY BE INSTALLED IN THIS PAD.
ALL 3 PHASE CABLES MUST BE INSTALLED IN THE SAME CONDWIT, QUTSIDE CONDUIT
(FOSITIONS 1 & 4) PREFERRED.
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