
RFQ# 08-12-02

PELCO DX8100 DVR’S AND  

PELCO HIGH RESOLUTION CAMERAS

SCOPE OF WORK

The following is description of the work, service and material to be provided by awarded Contractor:
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Roanoke City Police Department Building
CCTV System Modifications and Additions
Roanoke, VA




[image: image2.png]1. Remove existing Vicon DVR, rack and transformers/power supplies, efc. - give fo Owner or
dispose properly

2. P& - One (1) new wall mounted Mid-Atlantic swing out type rack with pull out work shelf,
sold front door, verfed cabinet, electric internal fans, internal mourted power srips, connect to
existing 1 20VAC circuits

3. P&1-One (1) new PELCO DX8124 DVR - 3 T storage and 24 video and 24 audio chamnels
and DVD burer in new rack ~ install new 19" fat screen LCD monitor, keyboard and movse

4. P& -Three (3) new PELCO MCSB-5B — 24VAC central power supplies adjacert to rack (with
locking doors) ~ 24 fofal ports avalable - comect fo existing 1 20VAC circits

5. Re-install/comnect ol existing camera cables - coax cabling/power supply cables- re-terminate
oll coax with new crimp-on BNC connectors — check all cabling for integrity

6. P& - One (1) new Linksys B port wired switch i rack for connection of all 4 new DVRs,
existing computer workstation at 31 Floor Conference Room and new workstation f First Foor
Records Room — provide new CatSe plenum rated cabling batween all equipment and provide
120VAC fo new switch

nd and Tt ment

7. Remove 3 existing Vicon 4 channel DVRs-give to Owner

8. P &1-Three (3) new PELCO DX8108 DVR - 1T8 each storage and 8 video and 8 audio
channels and DVD bumer where Vicon DVRs were removed

9. P&1—Three (3) new PELCO MCS8-58 — 24VAC central power suppl
8 port DVR

10.P &1 Three(3) new 17" flat screen LCD monitors with keyboards and mouse ot all 3 new DVRs

5 adjacent to each new

First Floor Records Room

11.P & I - new computer workstation dedicated to CCTV network, connect o 8 port switch on 3¢
Floor, provide and install new 19" flat screen LCD mornitor, keyboard and mouse = this
computer will be dedicated to video system only




SCOPE OF WORK CONTINUED

[image: image3.png]12.P & 1= new Pelco fixed color dome type high resolution (HR) camera in Property Room with
new microphone - new location

13.P &1-new Pelco fixed color dome fype HR camera in Property Room Pick-up Lobby with new
‘microphone — new location

14.P &1~ new Pelco fixed color dome ype HR camera with Wide Dynarmic Range (WDR) (wide
dynamic range cameras adapt to changing light condifions more effectively) and Vandal

Resistant Housing (VDH) at Recp.Window Main Lobby with new microphone - new location

15. P & I = new Pelco dome type color dome type HR = with WDR and VDH in Main Lobby facing
Main Front Doors with new microphone - this replace existing brick camera mounted to cailing

16.P & 1—new Pelco dome type color dome type HR — with WDR and VOH in Outer Main Lobby
facing Main Front Doors - this replace existing brid camera mounted fo ceiling

17.P & 1= new PELCO Very High Resolution (VHR] at 1% Floor Interview Room with new
microphone  replaces existing pin hole low resolution comera

18.P &1—-new PELCO Very High Resolution (VHR) at 1+ Floor DUI Testing Room with new
‘microphone — replaces existing pin hole low resolufion camera

19. P &1—new PELCO Very High Resolution (VHR) at 1+ Floor Polygraph Room with new
microphone — replaces existing pin hole low resolufion camera

20. P &1 —new PELCO Very High Resolution (VHR) at 2nd Floor VICE Interview Room with new
microphone - replaces existing pin hole low resolution camera

21. P & | - new PELCO Very High Resolution (VHR) ot 3rd Floor CIU Interview Rooms x 3 rooms
with new microphones — replaces existing pin hole low resolution camera

22.P &1~ new PELCO Very High Resolution (VHR) ot 3rd Floor Interview Family Room with new
microphone — this s the second comera and microphone in this room

23. P & I = new PELCO PTZ (pan-tilt-zoom) HR with new mount and low lux (low light) comera at
right rear comer of bullding — this replaces existing faulty PTZ camera currently installed

24.P & | = new Pelco fixed color dome type HR camera in Armory — new location

25. P & I = new Pelco fixed color dome type HR camera af Ecst Exit 4* Floor — new location

26. P & I = new Pelco fixed color dome type HR camera af West Exit 4% Floor — new location

General Notes:

27. Replace ll existing BNC camera coax comectors at all existing cameras
28. Allnew cabling fo be plenum rated quality

29. All factory approved and suggested methods and installation of ftem: isted above

30. Provide alltesting, commissioning, adjustments, set-ups, efe during intial installation

31. Provide four (4) hours on-site training

32. Provide one (1) return trp 1o adjust cameras/microphones/etc. affer Owner use and trials
33. Provide warranty as listed above




SCOPE OF WORK CONTINUED

[image: image4.png]‘We will utlize any existing equipment — cameras and microphones — where possible fo serve he.
Owner's needs. However, the existing pin hole type covert cameras are low resolution quality and the.
microphones are incorrectly placed. Any place where we can re-use existing equipment in lieu of new,
we will offer full redit for items not used.

Addiionally,this type of CCTV network CAN be inferconnectad o the City WAN/LAN to allow
personnel viewing access/listening from City WAN/LAN connected compuers or of-ste computers as
desired. Privileges, passwords, permissions and blocking can be utlized via “super-user” control and
password control. This PELCO software s very flexible and user fiendly.

Exdlusions / Clarifications:

A. Taxes of any kind

B.._Permits — not required

C. Bonds

D. New cabling ot existing exterior PTZ camera

E. New coox (video) cabling ot existing camera locations where new cameras are P & |

F. Allnew cabling will be installed nearly above ceiling/walls — but not in conduits - except at
sleeves where required by code-firestopping will be installed

G. Surface conduits such as Wiremold brand will be used where hidden cabling is not practical or
foasible

H. New Racks at locations of 3 new - 4 chamel Vicon VCRs — 17, 2% and 3¢ Floors

1. Any new 120VAC or generafor circuits that may be needed

J.._Patching, Painting o wall repairs where existing equipment is removed

K. Work at/near any areas determined 10 be asbestos or related materials

L New sleeves between floors (re-use existing pathways)

M. Camera ot Gym - deleted

N. Any extra unassigned cameras — deleted

O. Any work, tem o labor not dlearly described hersin

P. Cord access work

Q. Hardware work

R. Comnection fo City WAN/LAN

S. AllIP addresses required to be provided by Cty IT Department

End of Scope of Werk
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